
EMSL Analytical, Inc.
14375 23rd Avenue North Minneapolis, Mn  55447

Tel/Fax: (763) 449-4922 / (763) 449-4924

http://www.EMSL.com / minneapolislab@emsl.com

351606143EMSL Order:

Customer ID: TEHC25

Customer PO:

Project ID:

Attention: Phone:Chris Burns (312) 201-7700

Fax:Tetra Tech, Inc.

Received Date:1 South Wacker Dr. 08/26/2016  9:20 AM

Analysis Date:Suite 3700 08/26/2016

Collected Date:Chicago, IL  60606 08/25/2016

Project: Tocon Property Asbestos

Test Report: Fiber Count by Phase Contrast Microscopy (PCM), NIOSH 7400 Method, 

Revision 3, Issue 2, 8/15/94

Sample Location Sample Date
Volume

(liters) Fibers Fields
LOD 

(fib/cc)

Fibers/

cc

Fibers/

mm² Notes

351606143-0001

1 0.001TPA-N2-016-082516 2980.40 100<5.5 <7.01 <0.0018/25/2016

351606143-0002

2 0.001TPA-N1-017-082516 3772.98 100<5.5 <7.01 <0.0018/25/2016

351606143-0003

3 0.001TPA-NE-018-082516 3322.82 100<5.5 <7.01 <0.0018/25/2016

351606143-0004

4 0.001TPA-W2-019-082516 2980.40 100<5.5 <7.01 <0.0018/25/2016

351606143-0005

5 Field Blank 20 100<5.5 <7.01 Field Blank8/25/2016

The results reported have been blank corrected as applicable.

Analyst(s):

George Sullivan PCM (5)
Rachel Travis, Laboratory Manager

or Other Approved Signatory

*Following EMSL Analytical SOP Asbestos and Other Fibers by PCM. Limit of detection is 7 fibers/mm².  Intra-laboratory Sr values:  5-20 fibers =  0.35, 21-50 fibers = 0.30, 51-100 fibers = 0.20.  The 

laboratory is not responsible for data reported in fibers/cc, which is dependent on volume collected by non-laboratory personnel.  Results have been blank corrected as applicable. EMSL maintains 

liability limited to cost of analysis.  This report relates only to the samples reported above and may not be reproduced, except in full, without written approval by EMSL. EMSL bears no responsibility for 

sample collection activities or analytical method limitations.  Interpretation and use of test results are the responsibility of the client. Samples received in good condition unless otherwise noted.

Samples analyzed by EMSL Analytical, Inc. Minneapolis, Mn

Initial Report From: 08/26/2016 14:02:29

ASB_PCM_NoSig_0003 Printed: 8/26/2016  1:02 PM Page 1 of 1



OrderID: 351606143

Page 1 Of 1



Sample
Asbestos
Type(s)

Asbestos
Fibers Notes

7402 Adjusted
(TEM)
F/cc

Volume
(Liters)

Asbestos
% of 
total

Non
Asbestos
Fibers

PCM
 F/cc

Test Report: Asbestos Analysis of Air Samples by Transmission Electron Microscopy 
via NIOSH Method 7402

Attn: Chris Burns
Tetra Tech, Inc.
1 South Wacker Dr.
Suite 3700
Chicago, IL 60606

Received: 08/26/16 9:20 AM

Tocon Property Asbestos

Fax:
Phone: (312) 201-7700

Project:

9/1/2016Analysis Date:
8/25/2016Collected:

EMSL Analytical, Inc.
14375 23rd Avenue North, Minneapolis, Mn 55447
Phone/Fax: (763) 449-4922 / (763) 449-4924
http://www.EMSL.com minneapolislab@emsl.com

351606143
CustomerID: TEHC25
CustomerPO:
ProjectID:

EMSL Order:

1

351606143-0001

0 0<0.001 <0.0012980.40

2

351606143-0002

0 0<0.001 <0.0013772.98

3

351606143-0003

1 0<0.001 <0.0013322.82

4

351606143-0004

0 0<0.001 <0.0012980.40

Average number of asbestos fibers on field blanks: n/a
Average number of non-asbestos fibers on field blanks: n/a

NIOSH 7402 method only reports fibers > 5µm in length and > 0.25µm in width.  
This method requires a minimum of 2 field blank analyses per set.The above results are not blank corrected

Rachel Travis, Laboratory Manager
or other approved signatory

Analyst(s)

Test Report TEM7402-7.34.1  Printed: 9/1/2016 1:42:22 PM 1THIS IS THE LAST PAGE OF THE REPORT.

EMSL is not responsible for data reported in fibers/cc, which is dependent on volume collected by non-laboratory personnel. The above report relates only to the items tested.  This report may not be 
reproduced, except in full, without written approval by EMSL Analytical, Inc.  Samples received in good condition unless otherwise noted.
Samples analyzed by EMSL Analytical, Inc. Minneapolis, Mn 

Lynn Scott (4)

Initial report from 09/01/2016  13:42:22

http://www.EMSL.com
mailto:minneapolislab@emsl.com


OrderID: 351606143

Page 1 Of 1



EMSL Analytical, Inc.
14375 23rd Avenue North Minneapolis, Mn  55447

Tel/Fax: (763) 449-4922 / (763) 449-4924

http://www.EMSL.com / minneapolislab@emsl.com

351606186EMSL Order:

Customer ID: TEHC25

Customer PO:

Project ID:

Attention: Phone:Chris Burns (312) 201-7700

Fax:Tetra Tech, Inc.

Received Date:1 South Wacker Dr. 08/29/2016  8:00 AM

Analysis Date:Suite 3700 08/29/2016

Collected Date:Chicago, IL  60606 08/26/2016

Project: Tocon Property Asbestos

Test Report: Fiber Count by Phase Contrast Microscopy (PCM), NIOSH 7400 Method, 

Revision 3, Issue 2, 8/15/94

Sample Location Sample Date
Volume

(liters) Fibers Fields
LOD 

(fib/cc)

Fibers/

cc

Fibers/

mm² Notes

351606186-0001

1 0.001TPA-N1-022-082616 4275.28 100<5.5 <7.01 <0.0018/26/2016

351606186-0002

2 0.001TPA-S1-024-082616 4165.00 100<5.5 <7.01 <0.0018/26/2016

351606186-0003

3 0.001TPA-SW-021-082616 4594.59 100<5.5 <7.01 <0.0018/26/2016

351606186-0004

4 0.001TPA-W2-023-082616 4579.14 1005.5 7.01 0.0018/26/2016

351606186-0005

5 Field Blank 25 100<5.5 <7.01 Field Blank8/26/2016

The results reported have been blank corrected as applicable.

Analyst(s):

Rachel Travis PCM (5)
Rachel Travis, Laboratory Manager

or Other Approved Signatory

*Following EMSL Analytical SOP Asbestos and Other Fibers by PCM. Limit of detection is 7 fibers/mm².  Intra-laboratory Sr values:  5-20 fibers =  0.35, 21-50 fibers = 0.30, 51-100 fibers = 0.20.  The 

laboratory is not responsible for data reported in fibers/cc, which is dependent on volume collected by non-laboratory personnel.  Results have been blank corrected as applicable. EMSL maintains 

liability limited to cost of analysis.  This report relates only to the samples reported above and may not be reproduced, except in full, without written approval by EMSL. EMSL bears no responsibility for 

sample collection activities or analytical method limitations.  Interpretation and use of test results are the responsibility of the client. Samples received in good condition unless otherwise noted.

Samples analyzed by EMSL Analytical, Inc. Minneapolis, Mn

Initial Report From: 08/29/2016 16:30:03

ASB_PCM_NoSig_0003 Printed: 8/29/2016  3:30 PM Page 1 of 1



OrderID: 351606186

Page 1 Of 1



EMSL Analytical, Inc.
14375 23rd Avenue North Minneapolis, Mn  55447

Tel/Fax: (763) 449-4922 / (763) 449-4924

http://www.EMSL.com / minneapolislab@emsl.com

351606223EMSL Order:

Customer ID: TEHC25

Customer PO:

Project ID:

Attention: Phone:Chris Burns (312) 201-7700

Fax:Tetra Tech, Inc.

Received Date:1 South Wacker Dr. 08/30/2016  9:20 AM

Analysis Date:Suite 3700 08/30/2016

Collected Date:Chicago, IL  60606 08/29/2016

Project: Tocon Property Asbestos

Test Report: Fiber Count by Phase Contrast Microscopy (PCM), NIOSH 7400 Method, 

Revision 3, Issue 2, 8/15/94

Sample Location Sample Date
Volume

(liters) Fibers Fields
LOD 

(fib/cc)

Fibers/

cc

Fibers/

mm² Notes

351606223-0001

1 0.001TPA-W2-026-082916 2983.37 100<5.5 <7.01 <0.0018/29/2016

351606223-0002

2 0.001TPA-W1-027-082916 4112.50 100<5.5 <7.01 <0.0018/29/2016

351606223-0003

3 0.001TPA-SW-028-082916 5315.15 100<5.5 <7.01 <0.0018/29/2016

351606223-0004

4 0.001TPA-N1-029-082916 3793.89 100<5.5 <7.01 <0.0018/29/2016

351606223-0005

5 Field Blank 030 100<5.5 <7.01 Field Blank8/29/2016

The results reported have been blank corrected as applicable.

Analyst(s):

George Sullivan PCM (5)
Rachel Travis, Laboratory Manager

or Other Approved Signatory

*Following EMSL Analytical SOP Asbestos and Other Fibers by PCM. Limit of detection is 7 fibers/mm².  Intra-laboratory Sr values:  5-20 fibers =  0.35, 21-50 fibers = 0.30, 51-100 fibers = 0.20.  The 

laboratory is not responsible for data reported in fibers/cc, which is dependent on volume collected by non-laboratory personnel.  Results have been blank corrected as applicable. EMSL maintains 

liability limited to cost of analysis.  This report relates only to the samples reported above and may not be reproduced, except in full, without written approval by EMSL. EMSL bears no responsibility for 

sample collection activities or analytical method limitations.  Interpretation and use of test results are the responsibility of the client. Samples received in good condition unless otherwise noted.

Samples analyzed by EMSL Analytical, Inc. Minneapolis, Mn

Initial Report From: 08/30/2016 13:48:12

ASB_PCM_NoSig_0003 Printed: 8/30/2016 12:48 PM Page 1 of 1



OrderID: 351606223

Page 1 Of 1



Sample
Asbestos
Type(s)

Asbestos
Fibers Notes

7402 Adjusted
(TEM)
F/cc

Volume
(Liters)

Asbestos
% of 
total

Non
Asbestos
Fibers

PCM
 F/cc

Test Report: Asbestos Analysis of Air Samples by Transmission Electron Microscopy 
via NIOSH Method 7402

Attn: Chris Burns
Tetra Tech, Inc.
1 South Wacker Dr.
Suite 3700
Chicago, IL 60606

Received: 08/29/16 8:00 AM

Tocon Property Asbestos

Fax:
Phone: (312) 201-7700

Project:

9/6/2016Analysis Date:
8/26/2016Collected:

EMSL Analytical, Inc.
14375 23rd Avenue North, Minneapolis, Mn 55447
Phone/Fax: (763) 449-4922 / (763) 449-4924
http://www.EMSL.com minneapolislab@emsl.com

351606249
CustomerID: TEHC25
CustomerPO:
ProjectID:

EMSL Order:

1

351606249-0001

0 0<0.001 <0.0014275.28

2

351606249-0002

0 0<0.001 <0.0014165

3

351606249-0003

0 0<0.001 <0.0014594.59

4

351606249-0004

0 00.001 <0.0014579.14

Average number of asbestos fibers on field blanks: n/a
Average number of non-asbestos fibers on field blanks: n/a

NIOSH 7402 method only reports fibers > 5µm in length and > 0.25µm in width.  
This method requires a minimum of 2 field blank analyses per set.The above results are not blank corrected

Rachel Travis, Laboratory Manager
or other approved signatory

Analyst(s)

Test Report TEM7402-7.34.1  Printed: 9/6/2016 2:49:13 PM 1THIS IS THE LAST PAGE OF THE REPORT.

EMSL is not responsible for data reported in fibers/cc, which is dependent on volume collected by non-laboratory personnel. The above report relates only to the items tested.  This report may not be 
reproduced, except in full, without written approval by EMSL Analytical, Inc.  Samples received in good condition unless otherwise noted.
Samples analyzed by EMSL Analytical, Inc. Minneapolis, Mn 

Lynn Scott (3)
Rachel Travis (1)

Initial report from 09/06/2016  14:49:13

http://www.EMSL.com
mailto:minneapolislab@emsl.com


OrderID: 351606249

Page 1 Of 1



Sample
Asbestos
Type(s)

Asbestos
Fibers Notes

7402 Adjusted
(TEM)
F/cc

Volume
(Liters)

Asbestos
% of 
total

Non
Asbestos
Fibers

PCM
 F/cc

Test Report: Asbestos Analysis of Air Samples by Transmission Electron Microscopy 
via NIOSH Method 7402

Attn: Chris Burns
Tetra Tech, Inc.
1 South Wacker Dr.
Suite 3700
Chicago, IL 60606

Received: 08/30/16 9:20 AM

Tocon Property Asbestos

Fax:
Phone: (312) 201-7700

Project:

9/7/2016Analysis Date:
8/29/2016Collected:

EMSL Analytical, Inc.
14375 23rd Avenue North, Minneapolis, Mn 55447
Phone/Fax: (763) 449-4922 / (763) 449-4924
http://www.EMSL.com minneapolislab@emsl.com

351606251
CustomerID: TEHC25
CustomerPO:
ProjectID:

EMSL Order:

1

351606251-0001

2 0<0.001 <0.0012983.37

2

351606251-0002

0 0<0.001 <0.0014112.50

3

351606251-0003

1 0<0.001 <0.0015315.15

4

351606251-0004

0 0<0.001 <0.0013793.89

Average number of asbestos fibers on field blanks: n/a
Average number of non-asbestos fibers on field blanks: n/a

NIOSH 7402 method only reports fibers > 5µm in length and > 0.25µm in width.  
This method requires a minimum of 2 field blank analyses per set.The above results are not blank corrected

Rachel Travis, Laboratory Manager
or other approved signatory

Analyst(s)

Test Report TEM7402-7.34.1  Printed: 9/7/2016 1:33:11 PM 1THIS IS THE LAST PAGE OF THE REPORT.

EMSL is not responsible for data reported in fibers/cc, which is dependent on volume collected by non-laboratory personnel. The above report relates only to the items tested.  This report may not be 
reproduced, except in full, without written approval by EMSL Analytical, Inc.  Samples received in good condition unless otherwise noted.
Samples analyzed by EMSL Analytical, Inc. Minneapolis, Mn 

Rachel Travis (4)

Initial report from 09/07/2016  13:33:11

http://www.EMSL.com
mailto:minneapolislab@emsl.com


OrderID: 351606251

Page 1 Of 1



EMSL Analytical, Inc.
14375 23rd Avenue North Minneapolis, Mn  55447

Tel/Fax: (763) 449-4922 / (763) 449-4924

http://www.EMSL.com / minneapolislab@emsl.com

351606267EMSL Order:

Customer ID: TEHC25

Customer PO:

Project ID:

Attention: Phone:Chris Burns (312) 201-7700

Fax:Tetra Tech, Inc.

Received Date:1 South Wacker Dr. 08/31/2016  9:45 AM

Analysis Date:Suite 3700 08/31/2016

Collected Date:Chicago, IL  60606 08/30/2016

Project: Tocon Property Asbestos

Test Report: Fiber Count by Phase Contrast Microscopy (PCM), NIOSH 7400 Method, 

Revision 3, Issue 2, 8/15/94

Sample Location Sample Date
Volume

(liters) Fibers Fields
LOD 

(fib/cc)

Fibers/

cc

Fibers/

mm² Notes

351606267-0001

1 0.001TPA-SW-031-083016 5176.60 100<5.5 <7.01 <0.0018/30/2016

351606267-0002

2 0.001TPA-W1-032-083016 4478.85 100<5.5 <7.01 <0.0018/30/2016

351606267-0003

3 0.001TPA-N1-033-083016 5130.00 100<5.5 <7.01 <0.0018/30/2016

351606267-0004

4 0.001TPA-W2-034-083016 4015.68 100<5.5 <7.01 <0.0018/30/2016

351606267-0005

5 Field Blank 035 100<5.5 <7.01 Field Blank8/30/2016

The results reported have been blank corrected as applicable.

Analyst(s):

George Sullivan PCM (5)
Rachel Travis, Laboratory Manager

or Other Approved Signatory

*Following EMSL Analytical SOP Asbestos and Other Fibers by PCM. Limit of detection is 7 fibers/mm².  Intra-laboratory Sr values:  5-20 fibers =  0.35, 21-50 fibers = 0.30, 51-100 fibers = 0.20.  The 

laboratory is not responsible for data reported in fibers/cc, which is dependent on volume collected by non-laboratory personnel.  Results have been blank corrected as applicable. EMSL maintains 

liability limited to cost of analysis.  This report relates only to the samples reported above and may not be reproduced, except in full, without written approval by EMSL. EMSL bears no responsibility for 

sample collection activities or analytical method limitations.  Interpretation and use of test results are the responsibility of the client. Samples received in good condition unless otherwise noted.

Samples analyzed by EMSL Analytical, Inc. Minneapolis, Mn

Initial Report From: 08/31/2016 13:38:56

ASB_PCM_NoSig_0003 Printed: 8/31/2016 12:38 PM Page 1 of 1



OrderID: 351606267

Page 1 Of 1



Sample
Asbestos
Type(s)

Asbestos
Fibers Notes

7402 Adjusted
(TEM)
F/cc

Volume
(Liters)

Asbestos
% of 
total

Non
Asbestos
Fibers

PCM
 F/cc

Test Report: Asbestos Analysis of Air Samples by Transmission Electron Microscopy 
via NIOSH Method 7402

Attn: Chris Burns
Tetra Tech, Inc.
1 South Wacker Dr.
Suite 3700
Chicago, IL 60606

Received: 08/31/16 9:45 AM

Tocon Property Asbestos

Fax:
Phone: (312) 201-7700

Project:

9/7/2016Analysis Date:
8/30/2016Collected:

EMSL Analytical, Inc.
14375 23rd Avenue North, Minneapolis, Mn 55447
Phone/Fax: (763) 449-4922 / (763) 449-4924
http://www.EMSL.com minneapolislab@emsl.com

351606269
CustomerID: TEHC25
CustomerPO:
ProjectID:

EMSL Order:

1

351606269-0001

0 0<0.001 <0.0015176.60

2

351606269-0002

2 0<0.001 <0.0014478.85

3

351606269-0003

0 0<0.001 <0.0015130

4

351606269-0004

0 0<0.001 <0.0014015.68

Average number of asbestos fibers on field blanks: n/a
Average number of non-asbestos fibers on field blanks: n/a

NIOSH 7402 method only reports fibers > 5µm in length and > 0.25µm in width.  
This method requires a minimum of 2 field blank analyses per set.The above results are not blank corrected

Rachel Travis, Laboratory Manager
or other approved signatory

Analyst(s)

Test Report TEM7402-7.34.1  Printed: 9/7/2016 3:40:03 PM 1THIS IS THE LAST PAGE OF THE REPORT.

EMSL is not responsible for data reported in fibers/cc, which is dependent on volume collected by non-laboratory personnel. The above report relates only to the items tested.  This report may not be 
reproduced, except in full, without written approval by EMSL Analytical, Inc.  Samples received in good condition unless otherwise noted.
Samples analyzed by EMSL Analytical, Inc. Minneapolis, Mn 

Rachel Travis (4)

Initial report from 09/07/2016  15:40:03

http://www.EMSL.com
mailto:minneapolislab@emsl.com


OrderID: 351606269

Page 1 Of 1



EMSL Analytical, Inc.
14375 23rd Avenue North Minneapolis, Mn  55447

Tel/Fax: (763) 449-4922 / (763) 449-4924

http://www.EMSL.com / minneapolislab@emsl.com

351606312EMSL Order:

Customer ID: TEHC25

Customer PO:

Project ID:

Attention: Phone:Chris Burns (312) 201-7700

Fax:Tetra Tech, Inc.

Received Date:1 South Wacker Dr. 09/01/2016  9:10 AM

Analysis Date:Suite 3700 09/01/2016

Collected Date:Chicago, IL  60606 08/31/2016

Project: Tocon Property Asbestos

Test Report: Fiber Count by Phase Contrast Microscopy (PCM), NIOSH 7400 Method, 

Revision 3, Issue 2, 8/15/94

Sample Location Sample Date
Volume

(liters) Fibers Fields
LOD 

(fib/cc)

Fibers/

cc

Fibers/

mm² Notes

351606312-0001

1 0.001TPA-N2-036-083116 4804.20 100<5.5 <7.01 <0.0018/31/2016

351606312-0002

2 0.001TPA-W2-037-083116 3511.86 100<5.5 <7.01 <0.0018/31/2016

351606312-0003

3 TPA-S2-038-083116 Filter Damaged8/31/2016

351606312-0004

4 0.001TPA-SW-039-083116 4544.45 100<5.5 <7.01 <0.0018/31/2016

351606312-0005

5 Field Blank 040 100<5.5 <7.01 Field Blank8/31/2016

The results reported have been blank corrected as applicable.

Analyst(s):

Lynn Scott PCM (4)
Rachel Travis, Laboratory Manager

or Other Approved Signatory

*Following EMSL Analytical SOP Asbestos and Other Fibers by PCM. Limit of detection is 7 fibers/mm².  Intra-laboratory Sr values:  5-20 fibers =  0.35, 21-50 fibers = 0.30, 51-100 fibers = 0.20.  The 

laboratory is not responsible for data reported in fibers/cc, which is dependent on volume collected by non-laboratory personnel.  Results have been blank corrected as applicable. EMSL maintains 

liability limited to cost of analysis.  This report relates only to the samples reported above and may not be reproduced, except in full, without written approval by EMSL. EMSL bears no responsibility 

for sample collection activities or analytical method limitations.  Interpretation and use of test results are the responsibility of the client. Samples received in good condition unless otherwise noted.

Samples analyzed by EMSL Analytical, Inc. Minneapolis, Mn

Initial Report From: 09/01/2016 16:22:03

ASB_PCM_NoSig_0003 Printed: 9/1/2016  3:22 PM Page 1 of 1



OrderID: 351606312

Page 1 Of 1



Sample
Asbestos
Type(s)

Asbestos
Fibers Notes

7402 Adjusted
(TEM)
F/cc

Volume
(Liters)

Asbestos
% of 
total

Non
Asbestos
Fibers

PCM
 F/cc

Test Report: Asbestos Analysis of Air Samples by Transmission Electron Microscopy 
via NIOSH Method 7402

Attn: Chris Burns
Tetra Tech, Inc.
1 South Wacker Dr.
Suite 3700
Chicago, IL 60606

Received: 09/01/16 9:10 AM

Tocon Property Asbestos

Fax:
Phone: (312) 201-7700

Project:

9/8/2016Analysis Date:
8/31/2016Collected:

EMSL Analytical, Inc.
14375 23rd Avenue North, Minneapolis, Mn 55447
Phone/Fax: (763) 449-4922 / (763) 449-4924
http://www.EMSL.com minneapolislab@emsl.com

351606313
CustomerID: TEHC25
CustomerPO:
ProjectID:

EMSL Order:

1

351606313-0001

0 0<0.001 <0.0014804.20

2

351606313-0002

1 0<0.001 <0.0013511.86

3

351606313-0003

Not Analyzed3400.65

4

351606313-0004

0 0<0.001 <0.0014544.45

Average number of asbestos fibers on field blanks: n/a
Average number of non-asbestos fibers on field blanks: n/a

NIOSH 7402 method only reports fibers > 5µm in length and > 0.25µm in width.  
This method requires a minimum of 2 field blank analyses per set.The above results are not blank corrected

Rachel Travis, Laboratory Manager
or other approved signatory

Analyst(s)

Test Report TEM7402-7.34.1  Printed: 9/8/2016 2:53:23 PM 1THIS IS THE LAST PAGE OF THE REPORT.

EMSL is not responsible for data reported in fibers/cc, which is dependent on volume collected by non-laboratory personnel. The above report relates only to the items tested.  This report may not be 
reproduced, except in full, without written approval by EMSL Analytical, Inc.  Samples received in good condition unless otherwise noted.
Samples analyzed by EMSL Analytical, Inc. Minneapolis, Mn 

Rachel Travis (3)

Initial report from 09/08/2016  14:53:23

http://www.EMSL.com
mailto:minneapolislab@emsl.com


OrderID: 351606313

Page 1 Of 1



EMSL Analytical, Inc.
14375 23rd Avenue North Minneapolis, Mn  55447

Tel/Fax: (763) 449-4922 / (763) 449-4924

http://www.EMSL.com / minneapolislab@emsl.com

351606368EMSL Order:

Customer ID: TEHC25

Customer PO:

Project ID:

Attention: Phone:Andre Baker (312) 201-7700

Fax:Tetra Tech, Inc.

Received Date:1 South Wacker Dr. 09/02/2016  9:15 AM

Analysis Date:Suite 3700 09/06/2016

Collected Date:Chicago, IL  60606 09/01/2016

Project: Tocon Property Asbestos

Test Report: Fiber Count by Phase Contrast Microscopy (PCM), NIOSH 7400 Method, 

Revision 3, Issue 2, 8/15/94

Sample Location Sample Date
Volume

(liters) Fibers Fields
LOD 

(fib/cc)

Fibers/

cc

Fibers/

mm² Notes

351606368-0001

1 0.001TPA-N2-041-090116 4689.00 1007 8.92 0.0019/01/2016

351606368-0002

2 0.001TPA-W2-042-090116 4530.00 10010.5 13.4 0.0019/01/2016

351606368-0003

3 0.001TPA-S2-043-090116 4243.00 1009 11.5 0.0019/01/2016

351606368-0004

4 0.001TPA-SW-044-090116 4575.45 100<5.5 <7.01 <0.0019/01/2016

351606368-0005

5 Field Blank 045 100<5.5 <7.01 Field Blank9/01/2016

The results reported have been blank corrected as applicable.

Analyst(s):

Rachel Travis PCM (5)
Rachel Travis, Laboratory Manager

or Other Approved Signatory

*Following EMSL Analytical SOP Asbestos and Other Fibers by PCM. Limit of detection is 7 fibers/mm².  Intra-laboratory Sr values:  5-20 fibers =  0.35, 21-50 fibers = 0.30, 51-100 fibers = 0.20.  The 

laboratory is not responsible for data reported in fibers/cc, which is dependent on volume collected by non-laboratory personnel.  Results have been blank corrected as applicable. EMSL maintains 

liability limited to cost of analysis.  This report relates only to the samples reported above and may not be reproduced, except in full, without written approval by EMSL. EMSL bears no responsibility 

for sample collection activities or analytical method limitations.  Interpretation and use of test results are the responsibility of the client. Samples received in good condition unless otherwise noted.

Samples analyzed by EMSL Analytical, Inc. Minneapolis, Mn

Initial Report From: 09/06/2016 13:29:02

ASB_PCM_NoSig_0003 Printed: 9/6/2016 12:29 PM Page 1 of 1



OrderID: 351606368

Page 1 Of 1



Sample
Asbestos
Type(s)

Asbestos
Fibers Notes

7402 Adjusted
(TEM)
F/cc

Volume
(Liters)

Asbestos
% of 
total

Non
Asbestos
Fibers

PCM
 F/cc

Test Report: Asbestos Analysis of Air Samples by Transmission Electron Microscopy 
via NIOSH Method 7402

Attn: Andre Baker
Tetra Tech, Inc.
1 South Wacker Dr.
Suite 3700
Chicago, IL 60606

Received: 09/02/16 9:15 AM

Tocon Property Asbestos

Fax:
Phone: (312) 201-7700

Project:

9/9/2016Analysis Date:
9/1/2016Collected:

EMSL Analytical, Inc.
14375 23rd Avenue North, Minneapolis, Mn 55447
Phone/Fax: (763) 449-4922 / (763) 449-4924
http://www.EMSL.com minneapolislab@emsl.com

351606369
CustomerID: TEHC25
CustomerPO:
ProjectID:

EMSL Order:

1

351606369-0001

1 00.001 <0.0014689

2

351606369-0002

0 00.001 <0.0014530

3

351606369-0003

2 00.001 <0.0014243

4

351606369-0004

0 0<0.001 <0.0014575.45

Average number of asbestos fibers on field blanks: n/a
Average number of non-asbestos fibers on field blanks: n/a

NIOSH 7402 method only reports fibers > 5µm in length and > 0.25µm in width.  
This method requires a minimum of 2 field blank analyses per set.The above results are not blank corrected

Rachel Travis, Laboratory Manager
or other approved signatory

Analyst(s)

Test Report TEM7402-7.34.1  Printed: 9/9/2016 2:01:37 PM 1THIS IS THE LAST PAGE OF THE REPORT.

EMSL is not responsible for data reported in fibers/cc, which is dependent on volume collected by non-laboratory personnel. The above report relates only to the items tested.  This report may not be 
reproduced, except in full, without written approval by EMSL Analytical, Inc.  Samples received in good condition unless otherwise noted.
Samples analyzed by EMSL Analytical, Inc. Minneapolis, Mn 

Rachel Travis (4)

Initial report from 09/09/2016  14:01:37

http://www.EMSL.com
mailto:minneapolislab@emsl.com


OrderID: 351606369

Page 1 Of 1



EMSL Analytical, Inc.
14375 23rd Avenue North Minneapolis, Mn  55447

Tel/Fax: (763) 449-4922 / (763) 449-4924

http://www.EMSL.com / minneapolislab@emsl.com

351606395EMSL Order:

Customer ID: TEHC25

Customer PO:

Project ID:

Attention: Phone:Chris Burns (312) 201-7700

Fax:Tetra Tech, Inc.

Received Date:1 South Wacker Dr. 09/06/2016  9:00 AM

Analysis Date:Suite 3700 09/06/2016

Collected Date:Chicago, IL  60606 09/02/2016

Project: Tocon Property Asbestos

Test Report: Fiber Count by Phase Contrast Microscopy (PCM), NIOSH 7400 Method, 

Revision 3, Issue 2, 8/15/94

Sample Location Sample Date
Volume

(liters) Fibers Fields
LOD 

(fib/cc)

Fibers/

cc

Fibers/

mm² Notes

351606395-0001

1 0.001TPA-N2-046-090216 4212.00 100<5.5 <7.01 <0.0019/02/2016

351606395-0002

2 0.001TPA-W2-047-090216 3733.00 100<5.5 <7.01 <0.0019/02/2016

351606395-0003

3 0.001TPA-S2-048-090216 4175.00 1005.5 7.01 0.0019/02/2016

351606395-0004

4 0.001TPA-SW-049-090216 4606.00 100<5.5 <7.01 <0.0019/02/2016

351606395-0005

5 Field Blank 050 100<5.5 <7.01 Field Blank9/02/2016

The results reported have been blank corrected as applicable.

Analyst(s):

Rachel Travis PCM (5)
Rachel Travis, Laboratory Manager

or Other Approved Signatory

*Following EMSL Analytical SOP Asbestos and Other Fibers by PCM. Limit of detection is 7 fibers/mm².  Intra-laboratory Sr values:  5-20 fibers =  0.35, 21-50 fibers = 0.30, 51-100 fibers = 0.20.  The 

laboratory is not responsible for data reported in fibers/cc, which is dependent on volume collected by non-laboratory personnel.  Results have been blank corrected as applicable. EMSL maintains 

liability limited to cost of analysis.  This report relates only to the samples reported above and may not be reproduced, except in full, without written approval by EMSL. EMSL bears no responsibility 

for sample collection activities or analytical method limitations.  Interpretation and use of test results are the responsibility of the client. Samples received in good condition unless otherwise noted.

Samples analyzed by EMSL Analytical, Inc. Minneapolis, Mn

Initial Report From: 09/06/2016 13:30:43

ASB_PCM_NoSig_0003 Printed: 9/6/2016 12:30 PM Page 1 of 1



OrderID: 351606395

Page 1 Of 1



Sample
Asbestos
Type(s)

Asbestos
Fibers Notes

7402 Adjusted
(TEM)
F/cc

Volume
(Liters)

Asbestos
% of 
total

Non
Asbestos
Fibers

PCM
 F/cc

Test Report: Asbestos Analysis of Air Samples by Transmission Electron Microscopy 
via NIOSH Method 7402

Attn: Chris Burns
Tetra Tech, Inc.
1 South Wacker Dr.
Suite 3700
Chicago, IL 60606

Received: 09/06/16 9:00 AM

Tocon Property Asbestos

Fax:
Phone: (312) 201-7700

Project:

9/12/2016Analysis Date:
9/2/2016Collected:

EMSL Analytical, Inc.
14375 23rd Avenue North, Minneapolis, Mn 55447
Phone/Fax: (763) 449-4922 / (763) 449-4924
http://www.EMSL.com minneapolislab@emsl.com

351606397
CustomerID: TEHC25
CustomerPO:
ProjectID:

EMSL Order:

1

351606397-0001

1 0<0.001 <0.0014212

2

351606397-0002

1 0<0.001 <0.0013733

3

351606397-0003

0 00.001 <0.0014175

4

351606397-0004

0 0<0.001 <0.0014606

Average number of asbestos fibers on field blanks: n/a
Average number of non-asbestos fibers on field blanks: n/a

NIOSH 7402 method only reports fibers > 5µm in length and > 0.25µm in width.  
This method requires a minimum of 2 field blank analyses per set.The above results are not blank corrected

Rachel Travis, Laboratory Manager
or other approved signatory

Analyst(s)

Test Report TEM7402-7.34.1  Printed: 9/12/2016 5:31:16 PM 1THIS IS THE LAST PAGE OF THE REPORT.

EMSL is not responsible for data reported in fibers/cc, which is dependent on volume collected by non-laboratory personnel. The above report relates only to the items tested.  This report may not be 
reproduced, except in full, without written approval by EMSL Analytical, Inc.  Samples received in good condition unless otherwise noted.
Samples analyzed by EMSL Analytical, Inc. Minneapolis, Mn 

Rachel Travis (4)

Initial report from 09/12/2016  17:31:16

http://www.EMSL.com
mailto:minneapolislab@emsl.com


OrderID: 351606397

Page 1 Of 1



EMSL Analytical, Inc.
14375 23rd Avenue North Minneapolis, Mn  55447

Tel/Fax: (763) 449-4922 / (763) 449-4924

http://www.EMSL.com / minneapolislab@emsl.com

351606432EMSL Order:

Customer ID: TEHC25

Customer PO:

Project ID:

Attention: Phone:Chris Burns (312) 201-7700

Fax:Tetra Tech, Inc.

Received Date:1 South Wacker Dr. 09/07/2016  9:20 AM

Analysis Date:Suite 3700 09/07/2016

Collected Date:Chicago, IL  60606 09/06/2016

Project: Tocon Property Asbestos

Test Report: Fiber Count by Phase Contrast Microscopy (PCM), NIOSH 7400 Method, 

Revision 3, Issue 2, 8/15/94

Sample Location Sample Date
Volume

(liters) Fibers Fields
LOD 

(fib/cc)

Fibers/

cc

Fibers/

mm² Notes

351606432-0001

1 0.001TPA-N2-051-090616 4606.61 10013 16.6 0.0019/06/2016

351606432-0002

2 0.001TPA-S2-052-090616 4493.57 10010 12.7 0.0019/06/2016

351606432-0003

3 0.001TPA-SW-053-090616 4140.18 10016 20.4 0.0029/06/2016

351606432-0004

4 0.001TPA-W2-054-090616 4073.92 1008.5 10.8 0.0019/06/2016

351606432-0005

5 Field Blank 055 100<5.5 <7.01 Field Blank9/06/2016

The results reported have been blank corrected as applicable.

Analyst(s):

Rachel Travis PCM (5)
Rachel Travis, Laboratory Manager

or Other Approved Signatory

*Following EMSL Analytical SOP Asbestos and Other Fibers by PCM. Limit of detection is 7 fibers/mm².  Intra-laboratory Sr values:  5-20 fibers =  0.35, 21-50 fibers = 0.30, 51-100 fibers = 0.20.  The 

laboratory is not responsible for data reported in fibers/cc, which is dependent on volume collected by non-laboratory personnel.  Results have been blank corrected as applicable. EMSL maintains 

liability limited to cost of analysis.  This report relates only to the samples reported above and may not be reproduced, except in full, without written approval by EMSL. EMSL bears no responsibility 

for sample collection activities or analytical method limitations.  Interpretation and use of test results are the responsibility of the client. Samples received in good condition unless otherwise noted.

Samples analyzed by EMSL Analytical, Inc. Minneapolis, Mn

Initial Report From: 09/07/2016 12:38:01

ASB_PCM_NoSig_0003 Printed: 9/7/2016 11:38 AM Page 1 of 1



OrderID: 351606432

Page 1 Of 1



Sample
Asbestos
Type(s)

Asbestos
Fibers Notes

7402 Adjusted
(TEM)
F/cc

Volume
(Liters)

Asbestos
% of 
total

Non
Asbestos
Fibers

PCM
 F/cc

Test Report: Asbestos Analysis of Air Samples by Transmission Electron Microscopy 
via NIOSH Method 7402

Attn: Chris Burns
Tetra Tech, Inc.
1 South Wacker Dr.
Suite 3700
Chicago, IL 60606

Received: 09/07/16 9:20 AM

Tocon Property Asbestos

Fax:
Phone: (312) 201-7700

Project:

9/12/2016Analysis Date:
9/6/2016Collected:

EMSL Analytical, Inc.
14375 23rd Avenue North, Minneapolis, Mn 55447
Phone/Fax: (763) 449-4922 / (763) 449-4924
http://www.EMSL.com minneapolislab@emsl.com

351606433
CustomerID: TEHC25
CustomerPO:
ProjectID:

EMSL Order:

1

351606433-0001

2 00.001 <0.0014606.61

2

351606433-0002

6 00.001 <0.0014493.57

3

351606433-0003

6 00.002 <0.0014140.18

4

351606433-0004

8 00.001 <0.0014073.92

Average number of asbestos fibers on field blanks: n/a
Average number of non-asbestos fibers on field blanks: n/a

NIOSH 7402 method only reports fibers > 5µm in length and > 0.25µm in width.  
This method requires a minimum of 2 field blank analyses per set.The above results are not blank corrected

Rachel Travis, Laboratory Manager
or other approved signatory

Analyst(s)

Test Report TEM7402-7.34.1  Printed: 9/12/2016 5:44:10 PM 1THIS IS THE LAST PAGE OF THE REPORT.

EMSL is not responsible for data reported in fibers/cc, which is dependent on volume collected by non-laboratory personnel. The above report relates only to the items tested.  This report may not be 
reproduced, except in full, without written approval by EMSL Analytical, Inc.  Samples received in good condition unless otherwise noted.
Samples analyzed by EMSL Analytical, Inc. Minneapolis, Mn 

Rachel Travis (4)

Initial report from 09/12/2016  17:44:10

http://www.EMSL.com
mailto:minneapolislab@emsl.com


OrderID: 351606433

Page 1 Of 1



EMSL Analytical, Inc.
14375 23rd Avenue North Minneapolis, Mn  55447

Tel/Fax: (763) 449-4922 / (763) 449-4924

http://www.EMSL.com / minneapolislab@emsl.com

351606456EMSL Order:

Customer ID: TEHC25

Customer PO:

Project ID:

Attention: Phone:Chris Burns (312) 201-7700

Fax:Tetra Tech, Inc.

Received Date:1 South Wacker Dr. 09/08/2016  9:20 AM

Analysis Date:Suite 3700 09/08/2016

Collected Date:Chicago, IL  60606 09/07/2016

Project: Tocon Property Asbestos

Test Report: Fiber Count by Phase Contrast Microscopy (PCM), NIOSH 7400 Method, 

Revision 3, Issue 2, 8/15/94

Sample Location Sample Date
Volume

(liters) Fibers Fields
LOD 

(fib/cc)

Fibers/

cc

Fibers/

mm² Notes

351606456-0001

1 0.001TPA-N2-056-090716 2936.00 10011 14.0 0.0029/07/2016

351606456-0002

2 0.001TPA-S2-057-090716 5376.77 10014 17.8 0.0019/07/2016

351606456-0003

3 0.0005TPA-SW-058-090716 5528.41 10010 12.7 0.0019/07/2016

351606456-0004

4 0.0005TPA-W2-059-090716 5515.40 1008 10.2 0.0019/07/2016

351606456-0005

5 Field Blank 060 100<5.5 <7.01 Field Blank9/07/2016

The results reported have been blank corrected as applicable.

Analyst(s):

Rachel Travis PCM (5)
Rachel Travis, Laboratory Manager

or Other Approved Signatory

*Following EMSL Analytical SOP Asbestos and Other Fibers by PCM. Limit of detection is 7 fibers/mm².  Intra-laboratory Sr values:  5-20 fibers =  0.35, 21-50 fibers = 0.30, 51-100 fibers = 0.20.  The 

laboratory is not responsible for data reported in fibers/cc, which is dependent on volume collected by non-laboratory personnel.  Results have been blank corrected as applicable. EMSL maintains 

liability limited to cost of analysis.  This report relates only to the samples reported above and may not be reproduced, except in full, without written approval by EMSL. EMSL bears no responsibility 

for sample collection activities or analytical method limitations.  Interpretation and use of test results are the responsibility of the client. Samples received in good condition unless otherwise noted.

Samples analyzed by EMSL Analytical, Inc. Minneapolis, Mn

Initial Report From: 09/08/2016 13:22:28

ASB_PCM_NoSig_0003 Printed: 9/8/2016 12:22 PM Page 1 of 1



OrderID: 351606456

Page 1 Of 1



Sample
Asbestos
Type(s)

Asbestos
Fibers Notes

7402 Adjusted
(TEM)
F/cc

Volume
(Liters)

Asbestos
% of 
total

Non
Asbestos
Fibers

PCM
 F/cc

Test Report: Asbestos Analysis of Air Samples by Transmission Electron Microscopy 
via NIOSH Method 7402

Attn: Chris Burns
Tetra Tech, Inc.
1 South Wacker Dr.
Suite 3700
Chicago, IL 60606

Received: 09/08/16 9:20 AM

Tocon Property Asbestos

Fax:
Phone: (312) 201-7700

Project:

9/13/2016Analysis Date:
9/7/2016Collected:

EMSL Analytical, Inc.
14375 23rd Avenue North, Minneapolis, Mn 55447
Phone/Fax: (763) 449-4922 / (763) 449-4924
http://www.EMSL.com minneapolislab@emsl.com

351606457
CustomerID: TEHC25
CustomerPO:
ProjectID:

EMSL Order:

1

351606457-0001

2 00.002 <0.0012936

2

351606457-0002

2 00.001 <0.0015376.77

3

351606457-0003

3 00.001 <0.00055528.41

4

351606457-0004

3 00.001 <0.00055515.40

Average number of asbestos fibers on field blanks: n/a
Average number of non-asbestos fibers on field blanks: n/a

NIOSH 7402 method only reports fibers > 5µm in length and > 0.25µm in width.  
This method requires a minimum of 2 field blank analyses per set.The above results are not blank corrected

Rachel Travis, Laboratory Manager
or other approved signatory

Analyst(s)

Test Report TEM7402-7.34.1  Printed: 9/13/2016 2:13:56 PM 1THIS IS THE LAST PAGE OF THE REPORT.

EMSL is not responsible for data reported in fibers/cc, which is dependent on volume collected by non-laboratory personnel. The above report relates only to the items tested.  This report may not be 
reproduced, except in full, without written approval by EMSL Analytical, Inc.  Samples received in good condition unless otherwise noted.
Samples analyzed by EMSL Analytical, Inc. Minneapolis, Mn 

Rachel Travis (4)

Initial report from 09/13/2016  14:13:56

http://www.EMSL.com
mailto:minneapolislab@emsl.com


OrderID: 351606457

Page 1 Of 1



EMSL Analytical, Inc.
14375 23rd Avenue North Minneapolis, Mn  55447

Tel/Fax: (763) 449-4922 / (763) 449-4924

http://www.EMSL.com / minneapolislab@emsl.com

351606555EMSL Order:

Customer ID: TEHC25

Customer PO:

Project ID:

Attention: Phone:Chris Burns (312) 201-7700

Fax:Tetra Tech, Inc.

Received Date:1 South Wacker Dr. 09/12/2016  9:15 AM

Analysis Date:Suite 3700 09/13/2016

Collected Date:Chicago, IL  60606 09/09/2016

Project: Tocon Property Asbestos

Test Report: Fiber Count by Phase Contrast Microscopy (PCM), NIOSH 7400 Method, 

Revision 3, Issue 2, 8/15/94

Sample Location Sample Date
Volume

(liters) Fibers Fields
LOD 

(fib/cc)

Fibers/

cc

Fibers/

mm² Notes

351606555-0001

1 0.001TPA-N2-061-090916 2902.08 100<5.5 <7.01 <0.0019/09/2016

351606555-0002

2 0.001TPA-S2-062-090916 5144.16 100<5.5 <7.01 <0.0019/09/2016

351606555-0003

3 0.0005TPA-SW-063-090916 5470.08 100<5.5 <7.01 <0.00059/09/2016

351606555-0004

4 0.001TPA-W2-064-090916 5232.22 100<5.5 <7.01 <0.0019/09/2016

351606555-0005

5 Field Blank 065 100<5.5 <7.01 Field Blank9/09/2016

The results reported have been blank corrected as applicable.

Analyst(s):

George Sullivan PCM (5)
Rachel Travis, Laboratory Manager

or Other Approved Signatory

*Following EMSL Analytical SOP Asbestos and Other Fibers by PCM. Limit of detection is 7 fibers/mm².  Intra-laboratory Sr values:  5-20 fibers =  0.35, 21-50 fibers = 0.30, 51-100 fibers = 0.20.  The 

laboratory is not responsible for data reported in fibers/cc, which is dependent on volume collected by non-laboratory personnel.  Results have been blank corrected as applicable. EMSL maintains 

liability limited to cost of analysis.  This report relates only to the samples reported above and may not be reproduced, except in full, without written approval by EMSL. EMSL bears no responsibility for 

sample collection activities or analytical method limitations.  Interpretation and use of test results are the responsibility of the client. Samples received in good condition unless otherwise noted.

Samples analyzed by EMSL Analytical, Inc. Minneapolis, Mn

Initial Report From: 09/13/2016 08:28:18

ASB_PCM_NoSig_0003 Printed: 9/13/2016  7:28 AM Page 1 of 1



OrderID: 351606555

Page 1 Of 1



EMSL Analytical, Inc.
14375 23rd Avenue North Minneapolis, Mn  55447

Tel/Fax: (763) 449-4922 / (763) 449-4924

http://www.EMSL.com / minneapolislab@emsl.com

351606604EMSL Order:

Customer ID: TEHC25

Customer PO:

Project ID:

Attention: Phone:Chris Burns (312) 201-7700

Fax:Tetra Tech, Inc.

Received Date:1 South Wacker Dr. 09/13/2016  9:35 AM

Analysis Date:Suite 3700 09/14/2016

Collected Date:Chicago, IL  60606 09/12/2016

Project: Tocon Property Asbestos

Test Report: Fiber Count by Phase Contrast Microscopy (PCM), NIOSH 7400 Method, 

Revision 3, Issue 2, 8/15/94

Sample Location Sample Date
Volume

(liters) Fibers Fields
LOD 

(fib/cc)

Fibers/

cc

Fibers/

mm² Notes

351606604-0001

1 0.0005TPA-N2-066-090916 5514.52 100<5.5 <7.01 <0.00059/12/2016

351606604-0002

2 0.0005TPA-S1-067-090916 5397.68 100<5.5 <7.01 <0.00059/12/2016

351606604-0003

3 0.0005TPA-SW-068-090916 5871.53 100<5.5 <7.01 <0.00059/12/2016

351606604-0004

4 0.0005TPA-W2-069-090916 5435.52 100<5.5 <7.01 <0.00059/12/2016

351606604-0005

5 FB-070 100<5.5 <7.01 Field Blank9/12/2016

The results reported have been blank corrected as applicable.

Analyst(s):

George Sullivan PCM (5)
Rachel Travis, Laboratory Manager

or Other Approved Signatory

*Following EMSL Analytical SOP Asbestos and Other Fibers by PCM. Limit of detection is 7 fibers/mm².  Intra-laboratory Sr values:  5-20 fibers =  0.35, 21-50 fibers = 0.30, 51-100 fibers = 0.20.  The 

laboratory is not responsible for data reported in fibers/cc, which is dependent on volume collected by non-laboratory personnel.  Results have been blank corrected as applicable. EMSL maintains 

liability limited to cost of analysis.  This report relates only to the samples reported above and may not be reproduced, except in full, without written approval by EMSL. EMSL bears no responsibility for 

sample collection activities or analytical method limitations.  Interpretation and use of test results are the responsibility of the client. Samples received in good condition unless otherwise noted.

Samples analyzed by EMSL Analytical, Inc. Minneapolis, Mn

Initial Report From: 09/14/2016 10:12:06

ASB_PCM_NoSig_0003 Printed: 9/14/2016  9:12 AM Page 1 of 1



OrderID: 351606604

Page 1 Of 1



EMSL Analytical, Inc.
14375 23rd Avenue North Minneapolis, Mn  55447

Tel/Fax: (763) 449-4922 / (763) 449-4924

http://www.EMSL.com / minneapolislab@emsl.com

351606636EMSL Order:

Customer ID: TEHC25

Customer PO:

Project ID:

Attention: Phone:Chris Burns (312) 201-7700

Fax:Tetra Tech, Inc.

Received Date:1 South Wacker Dr. 09/14/2016  9:25 AM

Analysis Date:Suite 3700 09/14/2016

Collected Date:Chicago, IL  60606 09/13/2016

Project: Tocon Property Asbestos

Test Report: Fiber Count by Phase Contrast Microscopy (PCM), NIOSH 7400 Method, 

Revision 3, Issue 2, 8/15/94

Sample Location Sample Date
Volume

(liters) Fibers Fields
LOD 

(fib/cc)

Fibers/

cc

Fibers/

mm² Notes

351606636-0001

1 0.001TPA-N2-071-091316 5366.48 100<5.5 <7.01 <0.00059/13/2016

351606636-0002

2 0.001TPA-S1-072-091316 5246.73 100<5.5 <7.01 <0.0019/13/2016

351606636-0003

3 0.001TPA-SW-073-091316 4742.22 1006.5 8.28 0.0019/13/2016

351606636-0004

4 0.001TPA-W2-074-091316 5045.14 100<5.5 <7.01 <0.0019/13/2016

351606636-0005

5 FB-075 100<5.5 <7.01 Field Blank9/13/2016

The results reported have been blank corrected as applicable.

Analyst(s):

George Sullivan PCM (5)
Rachel Travis, Laboratory Manager

or Other Approved Signatory

*Following EMSL Analytical SOP Asbestos and Other Fibers by PCM. Limit of detection is 7 fibers/mm².  Intra-laboratory Sr values:  5-20 fibers =  0.35, 21-50 fibers = 0.30, 51-100 fibers = 0.20.  The 

laboratory is not responsible for data reported in fibers/cc, which is dependent on volume collected by non-laboratory personnel.  Results have been blank corrected as applicable. EMSL maintains 

liability limited to cost of analysis.  This report relates only to the samples reported above and may not be reproduced, except in full, without written approval by EMSL. EMSL bears no responsibility for 

sample collection activities or analytical method limitations.  Interpretation and use of test results are the responsibility of the client. Samples received in good condition unless otherwise noted.

Samples analyzed by EMSL Analytical, Inc. Minneapolis, Mn

Initial Report From: 09/14/2016 13:50:54

ASB_PCM_NoSig_0003 Printed: 9/14/2016 12:50 PM Page 1 of 1



OrderID: 351606636

Page 1 Of 1



EMSL Analytical, Inc.
14375 23rd Avenue North Minneapolis, Mn  55447

Tel/Fax: (763) 449-4922 / (763) 449-4924

http://www.EMSL.com / minneapolislab@emsl.com

351606665EMSL Order:

Customer ID: TEHC25

Customer PO:

Project ID:

Attention: Phone:Chris Burns (312) 201-7700

Fax:Tetra Tech, Inc.

Received Date:1 South Wacker Dr. 09/15/2016  9:40 AM

Analysis Date:Suite 3700 09/15/2016

Collected Date:Chicago, IL  60606 09/14/2016

Project: Tocon Property Asbestos

Test Report: Fiber Count by Phase Contrast Microscopy (PCM), NIOSH 7400 Method, 

Revision 3, Issue 2, 8/15/94

Sample Location Sample Date
Volume

(liters) Fibers Fields
LOD 

(fib/cc)

Fibers/

cc

Fibers/

mm² Notes

351606665-0001

1 0.001TPA-N2-076-091416 4722.96 100<5.5 <7.01 <0.0019/14/2016

351606665-0002

2 0.001TPA-S1-077-091416 4663.42 100<5.5 <7.01 <0.0019/14/2016

351606665-0003

3 0.001TPA-SW-078-091416 4539.45 100<5.5 <7.01 <0.0019/14/2016

351606665-0004

4 0.001TPA-W2-079-091416 4745.73 100<5.5 <7.01 <0.0019/14/2016

351606665-0005

5 FB-080 100<5.5 <7.01 Field Blank9/14/2016

The results reported have been blank corrected as applicable.

Analyst(s):

George Sullivan PCM (5)
Rachel Travis, Laboratory Manager

or Other Approved Signatory

*Following EMSL Analytical SOP Asbestos and Other Fibers by PCM. Limit of detection is 7 fibers/mm².  Intra-laboratory Sr values:  5-20 fibers =  0.35, 21-50 fibers = 0.30, 51-100 fibers = 0.20.  The 

laboratory is not responsible for data reported in fibers/cc, which is dependent on volume collected by non-laboratory personnel.  Results have been blank corrected as applicable. EMSL maintains 

liability limited to cost of analysis.  This report relates only to the samples reported above and may not be reproduced, except in full, without written approval by EMSL. EMSL bears no responsibility for 

sample collection activities or analytical method limitations.  Interpretation and use of test results are the responsibility of the client. Samples received in good condition unless otherwise noted.

Samples analyzed by EMSL Analytical, Inc. Minneapolis, Mn

Initial Report From: 09/15/2016 14:51:10

ASB_PCM_NoSig_0003 Printed: 9/15/2016  1:51 PM Page 1 of 1



OrderID: 351606665

Page 1 Of 1



EMSL Analytical, Inc.
14375 23rd Avenue North Minneapolis, Mn  55447

Tel/Fax: (763) 449-4922 / (763) 449-4924

http://www.EMSL.com / minneapolislab@emsl.com

351606697EMSL Order:

Customer ID: TEHC25

Customer PO:

Project ID:

Attention: Phone:Chris Burns (312) 201-7700

Fax:Tetra Tech, Inc.

Received Date:1 South Wacker Dr. 09/16/2016  9:30 AM

Analysis Date:Suite 3700 09/19/2016

Collected Date:Chicago, IL  60606 09/15/2016

Project: Tocon Property Asbestos

Test Report: Fiber Count by Phase Contrast Microscopy (PCM), NIOSH 7400 Method, 

Revision 3, Issue 2, 8/15/94

Sample Location Sample Date
Volume

(liters) Fibers Fields
LOD 

(fib/cc)

Fibers/

cc

Fibers/

mm² Notes

351606697-0001

1 0.001TPA-N2-081-091516 4656.00 100<5.5 <7.01 <0.0019/15/2016

351606697-0002

2 0.001TPA-S1-082-091516 5060.00 100<5.5 <7.01 <0.0019/15/2016

351606697-0003

3 0.001TPA-SW-083-091516 5292.00 100<5.5 <7.01 <0.0019/15/2016

351606697-0004

4 0.001TPA-W2-084-091516 4993.00 100<5.5 <7.01 <0.0019/15/2016

351606697-0005

5 FB-085 100<5.5 <7.01 Field Blank9/15/2016

The results reported have been blank corrected as applicable.

Analyst(s):

George Sullivan PCM (5)
Rachel Travis, Laboratory Manager

or Other Approved Signatory

*Following EMSL Analytical SOP Asbestos and Other Fibers by PCM. Limit of detection is 7 fibers/mm².  Intra-laboratory Sr values:  5-20 fibers =  0.35, 21-50 fibers = 0.30, 51-100 fibers = 0.20.  The 

laboratory is not responsible for data reported in fibers/cc, which is dependent on volume collected by non-laboratory personnel.  Results have been blank corrected as applicable. EMSL maintains 

liability limited to cost of analysis.  This report relates only to the samples reported above and may not be reproduced, except in full, without written approval by EMSL. EMSL bears no responsibility for 

sample collection activities or analytical method limitations.  Interpretation and use of test results are the responsibility of the client. Samples received in good condition unless otherwise noted.

Samples analyzed by EMSL Analytical, Inc. Minneapolis, Mn

Initial Report From: 09/19/2016 10:31:19

ASB_PCM_NoSig_0003 Printed: 9/19/2016  9:31 AM Page 1 of 1



OrderID: 351606697

Page 1 Of 1



EMSL Analytical, Inc.
14375 23rd Avenue North Minneapolis, Mn  55447

Tel/Fax: (763) 449-4922 / (763) 449-4924

http://www.EMSL.com / minneapolislab@emsl.com

351606733EMSL Order:

Customer ID: TEHC25

Customer PO:

Project ID:

Attention: Phone:Chris Burns (312) 201-7700

Fax:Tetra Tech, Inc.

Received Date:1 South Wacker Dr. 09/19/2016  9:05 AM

Analysis Date:Suite 3700 09/19/2016

Collected Date:Chicago, IL  60606 09/16/2016

Project: Tocon Property Asbestos

Test Report: Fiber Count by Phase Contrast Microscopy (PCM), NIOSH 7400 Method, 

Revision 3, Issue 2, 8/15/94

Sample Location Sample Date
Volume

(liters) Fibers Fields
LOD 

(fib/cc)

Fibers/

cc

Fibers/

mm² Notes

351606733-0001

1 0.001TPA-N2-086-091616 4598.72 100<5.5 <7.01 <0.0019/16/2016

351606733-0002

2 0.001TPA-S1-087-091616 4462.50 100<5.5 <7.01 <0.0019/16/2016

351606733-0003

3 0.001TPA-SW-088-091616 4118.64 100<5.5 <7.01 <0.0019/16/2016

351606733-0004

4 0.001TPA-W2-089-091616 4464.90 100<5.5 <7.01 <0.0019/16/2016

351606733-0005

5 FB-090 100<5.5 <7.01 Field Blank9/16/2016

The results reported have been blank corrected as applicable.

Analyst(s):

George Sullivan PCM (5)
Rachel Travis, Laboratory Manager

or Other Approved Signatory

*Following EMSL Analytical SOP Asbestos and Other Fibers by PCM. Limit of detection is 7 fibers/mm².  Intra-laboratory Sr values:  5-20 fibers =  0.35, 21-50 fibers = 0.30, 51-100 fibers = 0.20.  The 

laboratory is not responsible for data reported in fibers/cc, which is dependent on volume collected by non-laboratory personnel.  Results have been blank corrected as applicable. EMSL maintains 

liability limited to cost of analysis.  This report relates only to the samples reported above and may not be reproduced, except in full, without written approval by EMSL. EMSL bears no responsibility for 

sample collection activities or analytical method limitations.  Interpretation and use of test results are the responsibility of the client. Samples received in good condition unless otherwise noted.

Samples analyzed by EMSL Analytical, Inc. Minneapolis, Mn

Initial Report From: 09/19/2016 14:15:19

ASB_PCM_NoSig_0003 Printed: 9/19/2016  1:15 PM Page 1 of 1



OrderID: 351606733

Page 1 Of 1



EMSL Analytical, Inc.
14375 23rd Avenue North Minneapolis, Mn  55447

Tel/Fax: (763) 449-4922 / (763) 449-4924

http://www.EMSL.com / minneapolislab@emsl.com

351606785EMSL Order:

Customer ID: TEHC25

Customer PO:

Project ID:

Attention: Phone:Chris Burns (312) 201-7700

Fax:Tetra Tech, Inc.

Received Date:1 South Wacker Dr. 09/20/2016  9:25 AM

Analysis Date:Suite 3700 09/20/2016

Collected Date:Chicago, IL  60606 09/19/2016

Project: Tocon Property Asbestos

Test Report: Fiber Count by Phase Contrast Microscopy (PCM), NIOSH 7400 Method, 

Revision 3, Issue 2, 8/15/94

Sample Location Sample Date
Volume

(liters) Fibers Fields
LOD 

(fib/cc)

Fibers/

cc

Fibers/

mm² Notes

351606785-0001

1 0.001TPA-N1-091-091916 3824.53 100<5.5 <7.01 <0.0019/19/2016

351606785-0002

2 0.001TPA-N2-092-091916 3784.06 100<5.5 <7.01 <0.0019/19/2016

351606785-0003

3 FB-93 100<5.5 <7.01 Field Blank9/19/2016

The results reported have been blank corrected as applicable.

Analyst(s):

George Sullivan PCM (3)
Rachel Travis, Laboratory Manager

or Other Approved Signatory

*Following EMSL Analytical SOP Asbestos and Other Fibers by PCM. Limit of detection is 7 fibers/mm².  Intra-laboratory Sr values:  5-20 fibers =  0.35, 21-50 fibers = 0.30, 51-100 fibers = 0.20.  The 

laboratory is not responsible for data reported in fibers/cc, which is dependent on volume collected by non-laboratory personnel.  Results have been blank corrected as applicable. EMSL maintains 

liability limited to cost of analysis.  This report relates only to the samples reported above and may not be reproduced, except in full, without written approval by EMSL. EMSL bears no responsibility for 

sample collection activities or analytical method limitations.  Interpretation and use of test results are the responsibility of the client. Samples received in good condition unless otherwise noted.

Samples analyzed by EMSL Analytical, Inc. Minneapolis, Mn

Initial Report From: 09/20/2016 14:23:52

ASB_PCM_NoSig_0003 Printed: 9/20/2016  1:23 PM Page 1 of 1



OrderID: 351606785

Page 1 Of 1



EMSL Analytical, Inc.
14375 23rd Avenue North Minneapolis, Mn  55447

Tel/Fax: (763) 449-4922 / (763) 449-4924

http://www.EMSL.com / minneapolislab@emsl.com

351606839EMSL Order:

Customer ID: TEHC25

Customer PO:

Project ID:

Attention: Phone:Chris Burns (312) 201-7700

Fax:Tetra Tech, Inc.

Received Date:1 South Wacker Dr. 09/21/2016  9:50 AM

Analysis Date:Suite 3700 09/22/2016

Collected Date:Chicago, IL  60606 09/20/2016

Project: Tocon Property Asbestos

Test Report: Fiber Count by Phase Contrast Microscopy (PCM), NIOSH 7400 Method, 

Revision 3, Issue 2, 8/15/94

Sample Location Sample Date
Volume

(liters) Fibers Fields
LOD 

(fib/cc)

Fibers/

cc

Fibers/

mm² Notes

351606839-0001

1 0.0005TPA-N2-094-092016 5710.10 10014 17.8 0.0019/20/2016

351606839-0002

2 0.0005TPA-N1-095-092016 5834.55 10010.5 13.4 0.0019/20/2016

351606839-0003

3 0.0005TPA-SW-096-092016 5617.52 10013.5 17.2 0.0019/20/2016

351606839-0004

4 0.0005TPA-W2-097-092016 5849.70 1006 7.64 0.00059/20/2016

No discernable field blanks submitted with this sample set.

Analyst(s):

George Sullivan PCM (4)
Rachel Travis, Laboratory Manager

or Other Approved Signatory

*Following EMSL Analytical SOP Asbestos and Other Fibers by PCM. Limit of detection is 7 fibers/mm².  Intra-laboratory Sr values:  5-20 fibers =  0.35, 21-50 fibers = 0.30, 51-100 fibers = 0.20.  The 

laboratory is not responsible for data reported in fibers/cc, which is dependent on volume collected by non-laboratory personnel.  Results have been blank corrected as applicable. EMSL maintains 

liability limited to cost of analysis.  This report relates only to the samples reported above and may not be reproduced, except in full, without written approval by EMSL. EMSL bears no responsibility for 

sample collection activities or analytical method limitations.  Interpretation and use of test results are the responsibility of the client. Samples received in good condition unless otherwise noted.

Samples analyzed by EMSL Analytical, Inc. Minneapolis, Mn

Initial Report From: 09/22/2016 08:55:07

ASB_PCM_NoSig_0003 Printed: 9/22/2016  7:55 AM Page 1 of 1



OrderID: 351606839

Page 1 Of 1



EMSL Analytical, Inc.
14375 23rd Avenue North Minneapolis, Mn  55447

Tel/Fax: (763) 449-4922 / (763) 449-4924

http://www.EMSL.com / minneapolislab@emsl.com

351606864EMSL Order:

Customer ID: TEHC25

Customer PO:

Project ID:

Attention: Phone:Chris Burns (312) 201-7700

Fax:Tetra Tech, Inc.

Received Date:1 South Wacker Dr. 09/22/2016  9:50 AM

Analysis Date:Suite 3700 09/22/2016

Collected Date:Chicago, IL  60606 09/21/2016

Project: Tocon Property Asbestos

Test Report: Fiber Count by Phase Contrast Microscopy (PCM), NIOSH 7400 Method, 

Revision 3, Issue 2, 8/15/94

Sample Location Sample Date
Volume

(liters) Fibers Fields
LOD 

(fib/cc)

Fibers/

cc

Fibers/

mm² Notes

351606864-0001

1 0.0005TPA-N1-099-092116 5827.41 10012 15.3 0.0019/21/2016

351606864-0002

2 0.001TPA-N2-100-092116 5161.28 10013 16.6 0.0019/21/2016

351606864-0003

3 0.0005TPA-W1-101-092116 5479.06 1007.5 9.55 0.0019/21/2016

351606864-0004

4 0.001TPA-W2-102-092116 5331.20 1006 7.64 0.0019/21/2016

351606864-0005

5 FB-103 100<5.5 <7.01 Field Blank9/21/2016

The results reported have been blank corrected as applicable.

Analyst(s):

George Sullivan PCM (5)
Rachel Travis, Laboratory Manager

or Other Approved Signatory

*Following EMSL Analytical SOP Asbestos and Other Fibers by PCM. Limit of detection is 7 fibers/mm².  Intra-laboratory Sr values:  5-20 fibers =  0.35, 21-50 fibers = 0.30, 51-100 fibers = 0.20.  The 

laboratory is not responsible for data reported in fibers/cc, which is dependent on volume collected by non-laboratory personnel.  Results have been blank corrected as applicable. EMSL maintains 

liability limited to cost of analysis.  This report relates only to the samples reported above and may not be reproduced, except in full, without written approval by EMSL. EMSL bears no responsibility for 

sample collection activities or analytical method limitations.  Interpretation and use of test results are the responsibility of the client. Samples received in good condition unless otherwise noted.

Samples analyzed by EMSL Analytical, Inc. Minneapolis, Mn

Initial Report From: 09/22/2016 14:57:19

ASB_PCM_NoSig_0003 Printed: 9/22/2016  1:57 PM Page 1 of 1



OrderID: 351606864

Page 1 Of 1



Sample
Asbestos
Type(s)

Asbestos
Fibers Notes

7402 Adjusted
(TEM)
F/cc

Volume
(Liters)

Asbestos
% of 
total

Non
Asbestos
Fibers

PCM
 F/cc

Test Report: Asbestos Analysis of Air Samples by Transmission Electron Microscopy 
via NIOSH Method 7402

Attn: Chris Burns
Tetra Tech, Inc.
1 South Wacker Dr.
Suite 3700
Chicago, IL 60606

Received: 09/22/16 9:30 AM

Tocon Property Asbestos

Fax:
Phone: (312) 201-7700

Project:

9/27/2016Analysis Date:
9/20/2016Collected:

EMSL Analytical, Inc.
14375 23rd Avenue North, Minneapolis, Mn 55447
Phone/Fax: (763) 449-4922 / (763) 449-4924
http://www.EMSL.com minneapolislab@emsl.com

351606887
CustomerID: TEHC25
CustomerPO:
ProjectID:

EMSL Order:

1

351606887-0001

4 Sample Description: TPA-N2-094-09201600.001 <0.00055710.10

2

351606887-0002

4 Sample Description: TPA-N1-095-09201600.001 <0.00055834.55

3

351606887-0003

2.5 Sample Description: TPA-SW-096-09201600.001 <0.00055617.52

4

351606887-0004

2 Sample Description: TPA-W2-097-09201600.001 <0.00055849.70

Average number of asbestos fibers on field blanks: n/a
Average number of non-asbestos fibers on field blanks: n/a

NIOSH 7402 method only reports fibers > 5µm in length and > 0.25µm in width.  
This method requires a minimum of 2 field blank analyses per set.The above results are not blank corrected

Rachel Travis, Laboratory Manager
or other approved signatory

Analyst(s)

Test Report TEM7402-7.34.1  Printed: 9/27/2016 5:02:36 PM 1THIS IS THE LAST PAGE OF THE REPORT.

EMSL is not responsible for data reported in fibers/cc, which is dependent on volume collected by non-laboratory personnel. The above report relates only to the items tested.  This report may not be 
reproduced, except in full, without written approval by EMSL Analytical, Inc.  Samples received in good condition unless otherwise noted.
Samples analyzed by EMSL Analytical, Inc. Minneapolis, Mn 

Mark Erickson (4)

Initial report from 09/27/2016  17:02:36

http://www.EMSL.com
mailto:minneapolislab@emsl.com


OrderID: 351606887

Page 1 Of 1



Sample
Asbestos
Type(s)

Asbestos
Fibers Notes

7402 Adjusted
(TEM)
F/cc

Volume
(Liters)

Asbestos
% of 
total

Non
Asbestos
Fibers

PCM
 F/cc

Test Report: Asbestos Analysis of Air Samples by Transmission Electron Microscopy 
via NIOSH Method 7402

Attn: Andre Baker
Tetra Tech, Inc.
1 South Wacker Dr.
Suite 3700
Chicago, IL 60606

Received: 09/23/16 10:00 AM

Tocon Property Asbestos

Fax:
Phone: (312) 201-7700

Project:

9/29/2016Analysis Date:
9/21/2016Collected:

EMSL Analytical, Inc.
14375 23rd Avenue North, Minneapolis, Mn 55447
Phone/Fax: (763) 449-4922 / (763) 449-4924
http://www.EMSL.com minneapolislab@emsl.com

351606908
CustomerID: TEHC25
CustomerPO:
ProjectID:

EMSL Order:

1

351606908-0001

1 00.001 <0.00055827.41

2

351606908-0002

5 00.001 <0.0015161.28

3

351606908-0003

2 00.001 <0.00055479.06

4

351606908-0004

2 00.001 <0.0015331.20

Average number of asbestos fibers on field blanks: n/a
Average number of non-asbestos fibers on field blanks: n/a

NIOSH 7402 method only reports fibers > 5µm in length and > 0.25µm in width.  
This method requires a minimum of 2 field blank analyses per set.The above results are not blank corrected

Rachel Travis, Laboratory Manager
or other approved signatory

Analyst(s)

Test Report TEM7402-7.34.1  Printed: 9/29/2016 11:48:12 AM 1THIS IS THE LAST PAGE OF THE REPORT.

EMSL is not responsible for data reported in fibers/cc, which is dependent on volume collected by non-laboratory personnel. The above report relates only to the items tested.  This report may not be 
reproduced, except in full, without written approval by EMSL Analytical, Inc.  Samples received in good condition unless otherwise noted.
Samples analyzed by EMSL Analytical, Inc. Minneapolis, Mn 

Mark Erickson (4)

Initial report from 09/29/2016  11:48:12

http://www.EMSL.com
mailto:minneapolislab@emsl.com


OrderID: 351606908

Page 1 Of 2



OrderID: 351606908

Page 2 Of 2



EMSL Analytical, Inc.
14375 23rd Avenue North Minneapolis, Mn  55447

Tel/Fax: (763) 449-4922 / (763) 449-4924

http://www.EMSL.com / minneapolislab@emsl.com

351606930EMSL Order:

Customer ID: TEHC25

Customer PO:

Project ID:

Attention: Phone:Chris Burns (312) 201-7700

Fax:Tetra Tech, Inc.

Received Date:1 South Wacker Dr. 09/26/2016  9:15 AM

Analysis Date:Suite 3700 09/26/2016

Collected Date:Chicago, IL  60606 09/23/2016

Project: Tocon Property Asbestos

Test Report: Fiber Count by Phase Contrast Microscopy (PCM), NIOSH 7400 Method, 

Revision 3, Issue 2, 8/15/94

Sample Location Sample Date
Volume

(liters) Fibers Fields
LOD 

(fib/cc)

Fibers/

cc

Fibers/

mm² Notes

351606930-0001

1 0.001TPA-S1-104-092316 5337.22 10011.5 14.6 0.0019/23/2016

351606930-0002

2 0.001TPA-S2-105-092316 5322.45 1009 11.5 0.0019/23/2016

351606930-0003

3 0.001TPA-SW-106-092316 5369.53 1006 7.64 0.0019/23/2016

351606930-0004

4 0.001TPA-W2-107-092316 5075.44 100<5.5 <7.01 <0.0019/23/2016

351606930-0005

5 FB-108 100<5.5 <7.01 Field Blank9/23/2016

The results reported have been blank corrected as applicable.

Analyst(s):

George Sullivan PCM (5)
Rachel Travis, Laboratory Manager

or Other Approved Signatory

*Following EMSL Analytical SOP Asbestos and Other Fibers by PCM. Limit of detection is 7 fibers/mm².  Intra-laboratory Sr values:  5-20 fibers =  0.35, 21-50 fibers = 0.30, 51-100 fibers = 0.20.  The 

laboratory is not responsible for data reported in fibers/cc, which is dependent on volume collected by non-laboratory personnel.  Results have been blank corrected as applicable. EMSL maintains 

liability limited to cost of analysis.  This report relates only to the samples reported above and may not be reproduced, except in full, without written approval by EMSL. EMSL bears no responsibility for 

sample collection activities or analytical method limitations.  Interpretation and use of test results are the responsibility of the client. Samples received in good condition unless otherwise noted.

Samples analyzed by EMSL Analytical, Inc. Minneapolis, Mn

Initial Report From: 09/26/2016 15:39:30

ASB_PCM_NoSig_0003 Printed: 9/26/2016  2:39 PM Page 1 of 1



OrderID: 351606930

Page 1 Of 1



EMSL Analytical, Inc.
14375 23rd Avenue North Minneapolis, Mn  55447

Tel/Fax: (763) 449-4922 / (763) 449-4924

http://www.EMSL.com / minneapolislab@emsl.com

351606931EMSL Order:

Customer ID: TEHC25

Customer PO:

Project ID:

Attention: Phone:Chris Burns (312) 201-7700

Fax:Tetra Tech, Inc.

Received Date:1 South Wacker Dr. 09/26/2016  9:15 AM

Analysis Date:Suite 3700 09/26/2016

Collected Date:Chicago, IL  60606 09/22/2016

Project: Tocon Property Asbestos

Test Report: Fiber Count by Phase Contrast Microscopy (PCM), NIOSH 7400 Method, 

Revision 3, Issue 2, 8/15/94

Sample Location Sample Date
Volume

(liters) Fibers Fields
LOD 

(fib/cc)

Fibers/

cc

Fibers/

mm² Notes

351606931-0001

1 0.0005TPA-N1-104-092216 5712.81 100<5.5 <7.01 <0.00059/22/2016

351606931-0002

2 TPA-NE-105-092216 Overloaded9/22/2016

351606931-0003

3 0.0005TPA-W1-106-092216 5664.54 1007.5 9.55 0.0019/22/2016

351606931-0004

4 0.0005TPA-W2-107-092216 5398.40 10016.5 21.0 0.0029/22/2016

351606931-0005

5 FB-108 100<5.5 <7.01 Field Blank9/22/2016

The results reported have been blank corrected as applicable.

Analyst(s):

George Sullivan PCM (5)
Rachel Travis, Laboratory Manager

or Other Approved Signatory

*Following EMSL Analytical SOP Asbestos and Other Fibers by PCM. Limit of detection is 7 fibers/mm².  Intra-laboratory Sr values:  5-20 fibers =  0.35, 21-50 fibers = 0.30, 51-100 fibers = 0.20.  The 

laboratory is not responsible for data reported in fibers/cc, which is dependent on volume collected by non-laboratory personnel.  Results have been blank corrected as applicable. EMSL maintains 

liability limited to cost of analysis.  This report relates only to the samples reported above and may not be reproduced, except in full, without written approval by EMSL. EMSL bears no responsibility for 

sample collection activities or analytical method limitations.  Interpretation and use of test results are the responsibility of the client. Samples received in good condition unless otherwise noted.

Samples analyzed by EMSL Analytical, Inc. Minneapolis, Mn

Initial Report From: 09/26/2016 13:17:08

ASB_PCM_NoSig_0003 Printed: 9/26/2016 12:17 PM Page 1 of 1



OrderID: 351606931

Page 1 Of 1



Sample
Asbestos
Type(s)

Asbestos
Fibers Notes

7402 Adjusted
(TEM)
F/cc

Volume
(Liters)

Asbestos
% of 
total

Non
Asbestos
Fibers

PCM
 F/cc

Test Report: Asbestos Analysis of Air Samples by Transmission Electron Microscopy 
via NIOSH Method 7402

Attn: Chris Burns
Tetra Tech, Inc.
1 South Wacker Dr.
Suite 3700
Chicago, IL 60606

Received: 09/26/16 1:00 PM

Tocon Property Asbestos

Fax:
Phone: (312) 201-7700

Project:

9/29/2016Analysis Date:
9/22/2016Collected:

EMSL Analytical, Inc.
14375 23rd Avenue North, Minneapolis, Mn 55447
Phone/Fax: (763) 449-4922 / (763) 449-4924
http://www.EMSL.com minneapolislab@emsl.com

351606948
CustomerID: TEHC25
CustomerPO:
ProjectID:

EMSL Order:

3

351606948-0001

0.5 00.001 <0.00055604.54

4

351606948-0002

1 00.002 <0.00055398.40

Average number of asbestos fibers on field blanks: n/a
Average number of non-asbestos fibers on field blanks: n/a

NIOSH 7402 method only reports fibers > 5µm in length and > 0.25µm in width.  
This method requires a minimum of 2 field blank analyses per set.The above results are not blank corrected

Rachel Travis, Laboratory Manager
or other approved signatory

Analyst(s)

Test Report TEM7402-7.34.1  Printed: 9/30/2016 9:20:49 AM 1THIS IS THE LAST PAGE OF THE REPORT.

EMSL is not responsible for data reported in fibers/cc, which is dependent on volume collected by non-laboratory personnel. The above report relates only to the items tested.  This report may not be 
reproduced, except in full, without written approval by EMSL Analytical, Inc.  Samples received in good condition unless otherwise noted.
Samples analyzed by EMSL Analytical, Inc. Minneapolis, Mn 

Mark Erickson (2)

Initial report from 09/30/2016  09:20:49

http://www.EMSL.com
mailto:minneapolislab@emsl.com


OrderID: 351606948

Page 1 Of 1



Sample
Asbestos
Type(s)

Asbestos
Fibers Notes

7402 Adjusted
(TEM)
F/cc

Volume
(Liters)

Asbestos
% of 
total

Non
Asbestos
Fibers

PCM
 F/cc

Test Report: Asbestos Analysis of Air Samples by Transmission Electron Microscopy 
via NIOSH Method 7402

Attn: Chris Burns
Tetra Tech, Inc.
1 South Wacker Dr.
Suite 3700
Chicago, IL 60606

Received: 09/26/16 2:40 PM

Tocon Property Asbestos

Fax:
Phone: (312) 201-7700

Project:

9/29/2016Analysis Date:
9/23/2016Collected:

EMSL Analytical, Inc.
14375 23rd Avenue North, Minneapolis, Mn 55447
Phone/Fax: (763) 449-4922 / (763) 449-4924
http://www.EMSL.com minneapolislab@emsl.com

351606954
CustomerID: TEHC25
CustomerPO:
ProjectID:

EMSL Order:

1

351606954-0001

1.5 00.001 <0.0015337.22

2

351606954-0002

2 00.001 <0.0015322.45

3

351606954-0003

2.5 00.001 <0.0015369.53

Average number of asbestos fibers on field blanks: n/a
Average number of non-asbestos fibers on field blanks: n/a

NIOSH 7402 method only reports fibers > 5µm in length and > 0.25µm in width.  
This method requires a minimum of 2 field blank analyses per set.The above results are not blank corrected

Rachel Travis, Laboratory Manager
or other approved signatory

Analyst(s)

Test Report TEM7402-7.34.1  Printed: 9/30/2016 9:26:12 AM 1THIS IS THE LAST PAGE OF THE REPORT.

EMSL is not responsible for data reported in fibers/cc, which is dependent on volume collected by non-laboratory personnel. The above report relates only to the items tested.  This report may not be 
reproduced, except in full, without written approval by EMSL Analytical, Inc.  Samples received in good condition unless otherwise noted.
Samples analyzed by EMSL Analytical, Inc. Minneapolis, Mn 

Mark Erickson (3)

Initial report from 09/30/2016  09:26:12

http://www.EMSL.com
mailto:minneapolislab@emsl.com
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EMSL Analytical, Inc.
14375 23rd Avenue North Minneapolis, Mn  55447

Tel/Fax: (763) 449-4922 / (763) 449-4924

http://www.EMSL.com / minneapolislab@emsl.com

351607015EMSL Order:

Customer ID: CTLA62

Customer PO: 122391 EMSL-MN

Project ID:

Attention: Phone:Brett Szymanski (608) 356-2760

Fax:CT Laboratories (608) 356-2766

Received Date:1230 Lange Court 09/28/2016  9:40 AM

Analysis Date:Baraboo, WI  53913-3109 09/29/2016

Collected Date: 09/22/2016

Project: TOCON ASBESTOS

Test Report: Asbestos Analysis of Bulk Materials via EPA 600/R-93/116 Method using Polarized 

Light Microscopy

Sample Description Appearance % Fibrous % Non-Fibrous

Non-Asbestos Asbestos

% Type

778648

351607015-0001

None DetectedNon-fibrous (Other)100%Brown

Non-Fibrous

Homogeneous

TPA-BACKFILL-0922

16

Analyst(s)

Miles DelBusso (1) Rachel Travis, Laboratory Manager

or Other Approved Signatory

EMSL maintains liability limited to cost of analysis .  This report relates only to the samples reported and may not be reproduced, except in full, without written approval by EMSL.  EMSL bears no 

responsibility for sample collection activities or analytical method limitations.  Interpretation and use of test results are the responsibility of the client.  This report must not be used by the client to claim 

product certification, approval, or endorsement by NVLAP, NIST or any agency of the federal government .   Non-friable organically bound materials present a problem matrix and therefore EMSL 

recommends gravimetric reduction prior to analysis.  Samples received in good condition unless otherwise noted.  Estimated accuracy, precision and uncertainty data available upon request. Unless 

requested by the client, building materials manufactured with multiple layers (i.e. linoleum, wallboard, etc.) are reported as a single sample. Reporting limit is 1%

Samples analyzed by EMSL Analytical, Inc. Minneapolis, Mn NVLAP Lab Code 200019-0

Initial report from: 09/29/2016 17:16:40

Page 1 of 1ASB_PLM_0008 - 1.71 Printed: 9/29/2016  4:16 PM
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EMSL Analytical, Inc.
14375 23rd Avenue North Minneapolis, Mn  55447

Tel/Fax: (763) 449-4922 / (763) 449-4924

http://www.EMSL.com / minneapolislab@emsl.com

351607194EMSL Order:

Customer ID: TEHC25

Customer PO:

Project ID:

Attention: Phone:Chris Burns (312) 201-7700

Fax:Tetra Tech, Inc.

Received Date:1 South Wacker Dr. 10/05/2016  9:35 AM

Analysis Date:Suite 3700 10/06/2016

Collected Date:Chicago, IL  60606 09/26/2016

Project: Tocon Property Asbestos

Test Report: Fiber Count by Phase Contrast Microscopy (PCM), NIOSH 7400 Method, 

Revision 3, Issue 2, 8/15/94

Sample Location Sample Date
Volume

(liters) Fibers Fields
LOD 

(fib/cc)

Fibers/

cc

Fibers/

mm² Notes

351607194-0001

1 0.001TPA-W2-118-092616 3974.10 100<5.5 <7.01 <0.0019/26/2016

351607194-0002

2 0.001TPA-N1-115-092616 2831.13 100<5.5 <7.01 <0.0019/26/2016

351607194-0003

3 0.001TPA-W1-117-092616 3787.14 100<5.5 <7.01 <0.0019/26/2016

351607194-0004

4 0.001TPA-NE-116-092616 3253.46 100<5.5 <7.01 <0.0019/26/2016

351607194-0005

5 FB 100<5.5 <7.01 Field Blank9/26/2016

The results reported have been blank corrected as applicable.

Analyst(s):

George Sullivan PCM (5)
Rachel Travis, Laboratory Manager

or Other Approved Signatory

*Following EMSL Analytical SOP Asbestos and Other Fibers by PCM. Limit of detection is 7 fibers/mm².  Intra-laboratory Sr values:  5-20 fibers =  0.35, 21-50 fibers = 0.30, 51-100 fibers = 0.20.  The 

laboratory is not responsible for data reported in fibers/cc, which is dependent on volume collected by non-laboratory personnel.  Results have been blank corrected as applicable. EMSL maintains 

liability limited to cost of analysis.  This report relates only to the samples reported above and may not be reproduced, except in full, without written approval by EMSL. EMSL bears no responsibility for 

sample collection activities or analytical method limitations.  Interpretation and use of test results are the responsibility of the client. Samples received in good condition unless otherwise noted.

Samples analyzed by EMSL Analytical, Inc. Minneapolis, Mn

Initial Report From: 10/06/2016 10:29:49

ASB_PCM_NoSig_0003 Printed: 10/6/2016  9:29 AM Page 1 of 1
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